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Finished Floor level
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1200 mmminimum for gravity flow; otherwise private pump required. See Note.
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4.        WHERE 1.2 M DISTANCE FROM FFL TO SOFFIT IS NOT MET, A PRIVATE PUMP IS REQUIRED.
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PUBLIC GRAVITY FLOW 150 MM PVC PIPE (INSTALLED BY WATERCARE)
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PUBLIC GRAVITY FLOW 150 MM PVC PIPE (INSTALLED BY WATERCARE)




